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ROUTE FIBER CABLING IN EXISTING

4"C. TO TUNNEL, REFER TO SITE
PLAN FOR CONTINUATION

Y

.

.

/

}

\CORE DRILL FLOOR AND PROVIDE NEW

2" EMT SLEEVE FOR FIBER CABLING TO

TELECOM ROOM ON FLOOR ABOVE

CARNEGIE HALL - FIRST FLOOR PLAN

CORE DRILL WALL AND PROVIDE
NEW 2°C. WITH LINK SEAL TO
ROUTE FIBER INTO TUNNEL, REFER
TO SITE PLAN FOR CONTINUATION

\2"C. TO ABOVE

ACCESSIBLE CEILING

\ROUTE FIBER CABLING ABOVE
ACCESSIBLE CEILING WITH J-HOOKS
AT 48" 0.C.

1/8" — 1 I_OII

3

CAROLE CHAPEL FLOOR PLAN

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

CORE DRILL FLOOR AND PROVIDE NEW
2" EMT SLEEVE FOR FIBER CABLING TO
CEILING SPACE OF FLOOR. BELOW

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

CARNEGIE HALL - SECOND FLOOR PLAN

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

2 FE=ro

T ROUTE FIBER CABLING IN NEW
_— 2°C. BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION

9
|
N
4

) SAW-CUT, PATCH, AND REPAIR
| CONCRETE SIDEWALK
1

S

IO

:SURFACE—MOUNTED

JUNCTION BOX AT

24" AFG
(2) CORE DRILL WALL AND PROVIDE
(4X6) NEW 2°C. WITH LINK SEAL

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING
WALL-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

1/8" — 1 I_OII
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ROUTE FIBER CABLING IN 4°C.
BELOW GRADE, REFER TQ SITE
T/ PLAN FOR CONTINUATION

SURFACE-MOUNTED
JUNCTION BOX AT

24" AFG /
CORE DRILL WALL AND PROVIDE )

NEW 4"C. WITH LINK SEAL

REFERENCE FIBER BACKBONE CABLE

P

TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

LdLd

(2)

REFERENCE TELECOMMUNICATIONS

HARDWARE SCHEDULE ON

T300-SERIES SHEETS FOR TERMINATE FIBER( CABLING ON NEW

EQUIPMENT SPECIFICATION FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2—POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

[ ™ ™ 7]

ROBERT J. DOLE HALL - PARTIAL FIRST FLOOR PLAN

ROUTE FIBER' CABLES ABOVE
ACCESSIBLE// CEILING WITH/ J-HOOKS
AT 48" 0.Ql, UTILIZE EXISTING CABLE
TRAY WHEN POSSIBLE|

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

1/16'=1-0"
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ROUTE FIBER CABLING IN EXISTING
CONDUIT BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION \

ROUTE FIBER CABLING THROUGH
EXISTING 24"x24" SURFACE—MOUNTED
JUNCTION BOX

FACILITIES SERVICES OFFICE FLOOR PLAN

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
o EQUIPMENT SPECIFICATION
TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

1 1/8"=1"-0"

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

FALLEY FIELD PRESS BOX LEVEL FLOOR PLAN

ROUTE FIBER CABLING IN/\
TUNNEL, REFERENCE SITE

PLAN FOR CONTINUATION

ROUTE FIBER CABLING TO FACILITIES/
OFFICE BUILDING IN EXISTING CONDUIT
BELOW GRADE, REFER TO SITE PLAN

FOR CONTINUATION

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR

o 0 f| EQUPHENT SPECFICATON
TERMINATE FIBER CABLING ON NEW

FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN NEW WALL-MOUNTED VOICE/DATA SERVICE IN THE HEAT
RACK, COORDINATE EXACT LOCATION PLANT ON NEW CAT6 24—PORT

WITH OWNER. PATCH PANEL

INTERCEPT AND RETERMINATE (6)
EXISTING CAT6 CABLES FOR THE

L
R

—1

J, \TMGB: 1/4"x4"x16” BUSBAR, HARGER GROUND
BAR TGBI14416TMGBKT OR EQUAL BY E/C
PROVIDE THE FOLLOWING GROUND WIRE TO TGB:
(1) #6 TO RACK BY T/C

(1) #1/0 TO MAIN ELECTRICAL SERVICE GROUND
PROVIDE REQUIRED COMPRESSION LUGS

PROVIDE 3/4°x4'x8’ A-C FIRE RETARDANT PLYWOOD ON WALL,
INSTALLED 6" AFF FASTEN SECURELY WITH A MIN. OF (5)
EQUALLY SPACED FASTENERS ALONG EACH VERTICAL EDGE AND
(1) COLUMN OF (5) EQUALLY SPACED FASTENERS CENTERED
ON EACH SHEET OF PLYWOOD. PAINT PLYWOOD WITH (2) COATS
OF, LOW GLOSS, LIGHT COLORED PAINT.

FACILITY HEAT PLANT - LOWER LEVEL

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

2 1/8"=1"-0"

ROUTE FIBER CABLING IN EXISTING
CONDUIT BELOW GRADE, REFER TO\T

SITE PLAN FOR CONTINUATION

)

REFERENCE FIBER BACKBONE CABLE
5 /TERMINATION DETALLS ON T300-SERIES

SHEETS FOR FIBER QUANTITIES| AND
ADDITIONAL INFORMATION.

TERMINATE FIBER CABLING ON NEW
FIBER /ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING RACK,
COORDINATE EXACT LOCATION WITH

OWNER.

3 1/8'=1-0"
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NOTES:

1. REFER TO SHEET T301 FOR NOTES.
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ROUTE FIBER CABLING IN EXISTING

CONDUIT BELOW GRADE, REFER TO © LATIMER, SOMMERS AND ASSOCIATES, PA.
SITE PLAN FOR CONTINUATION ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ROUTE FIBER CABLING ASSOCIATES, P.A., ENGINEERS.
THROUGH EXISTING
JUNCTION BOX
] ROUTE FIBER CABLING
— IN EXISTING CONDUIT
~.__ ROUTE FIBER CABLING
A THROUGH EXISTING
- JUNCTION BOX
—
~—
=i
\-

| .—ROUTE FIBER CABLING
THROUGH NEW 2" EMT
CONDUIT HIGH AND
TIGHT TO STRUCTURE

versity

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

ROUTE FIBER CABLING ABOVE
ACCESSIBLE CEILING WITH J-HOOKS

AT 48" 0.C., UTILIZE EXISTING CABLE
TRAY WHEN POSSIBLE (TYP.) \ \\

ROUTE FIBER CABLING THROUGH
NEW 2" EMT CONDUIT

: ROUTE FIBER CABLING THROUGH
\ EXISTING JUNCTION BOX

ROUTE FIBER CABLING IN TUNNEL,
REFER TO SITE PLAN FOR
CONTINUATION

ROUTE FIBER|CABLING TO TELECOM

ROOM ABOVE THROUGH EXISTING 2"
SLEEVE THROUGH FLOOR \q

REVISIONS
NO. DESCRIPTION DATE
5/5/2025
2306002
GARVEY FINE ARTS CENTER - BASEMENT FLOOR PLAN (TN
TE=1-0 - & ", || GARVEY FINE ARTS CTR -
NORTH ¢ Bicsj % |LPRILBASEMENT FLRPLN

% BICSIID # 215768 ?

M| T209

**Rcpp’*”
5-5-2025




REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

(6)
(4X6)

TERMINATE FIBER CABLING ON NEW—11
FIBER ADAPTER PLATE IN NEW FIBER ||| -arz

HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

1/

ROUTE FIBER CABLING IN EXISTING
CONDUIT BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION

GARVEY FINE ARTS CENTER - FIRST FLOOR PLAN

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

06

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

arn

ROUTE FIBER CABLING TO CEILING/
SPACE OF FLOOR BELOW THROUGH
EXISTING 2" SLEEVE THROUGH FLOOR

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER-QUANTITIES AND
ADDITIONAL INFORMATION.

1 1/16'=1-0"

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

TION:
‘*c,l- $ a’&,

&,
Bicsi %
;

TERED

oS

KEVIN W TaYLOR
BICSIID # 215768

*eRcpp’ "
5-5-2025

RRLALLLLIT

3 S S w3
% & NSF N

""‘4?;0 L E‘&}"t

Latimer Sommers
& Associates, P.A.

CONSULTING ENGINEERS

3639 SW Summerfield Drive, Suite A
Topeka, Kansas 66614-3974

Telephone: (785) 233-3232
FAX: (785) 233-0647
Email: Isapa@lsapa.com

© LATIMER, SOMMERS AND ASSOCIATES, P.A,
ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ASSOCIATES, P.A., ENGINEERS.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS
NO. | DESCRIPTION DATE
DATE:
5/5/2025
LSA PROJECT NO.:
2306002
SHEET DESCRIPTION:

GARVEY FINE ARTS CTR -
PRTL BASEMENT FLR PLN

SHEET NO.:

1210




INDOOR ATHLETIC FACILITY - FIELD LEVEL PLAN

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR

0 EQUIPMENT SPECIFICATION

TERMINATE FIBER CABLING ON NEW

FIBER ADAPTER PLATE IN NEW FIBER

HOUSING WITHIN EXISTING 2-POST

FLOOR-MOUNTED RACK, COORDINATE

EXACT LOCATION WITH OWNER.

ROUTE FIBER CABLING IN EXISTING
CONDUIT BELOW GRADE, REFER TO

SITE PLAN FOR CONTINUATION

rarraceEn

I REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
———SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

1/16'=1-0"
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REFERENCE TELECOMMUNICATIONS——=—(6)

HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

INTERNATIONAL CENTER - BASEMENT PLAN

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN EXISTING
FIBER HOUSING WITHIN EXISTING
WALL-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH QWNER.

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

2

\ROUTE FIBER CABLING IN EXISTING
CONDUIT BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

1 =0

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

(3)

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN EXISTING
FIBER HOUSING WITHIN EXISTING
2-POST FLOOR-MOUNTED RACK,
COORDINATE EXACT LOCATION WITH
OWNER.

o

I A=
O

ROUTE FIBER CABLING IN EXISTING
CONDUIT BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION

REFERENCE FIBER BACKBONE CABLE—7
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

ROUTE FIBER CABLES ABOVE
ACCESSIBLE CEILING WITH. J-—HOOKS
AT 48" 0.C. UTILIZE EXISTING CABLE
TRAY WHEN POSSIBLE.

KTWU TV STUDIO - BASEMENT PLAN

|
|

ROUTE FIBER CABLING IN EXISTING

CONDUIT BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION

2 =0

|
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e

NEW 27C. ATTACHED
I TO CEILING STRUCTURE

f:/f

l’\\CORE DRILL WALL, PROVIDE LINK

SEAL, AND PROVIDE NEW 2°C.
BELOW GRADE TO ROUTE FIBER,
REFER TO SITE PLAN FOR
CONTINUATION

ROUTE FIBER CABLES ABOVE
ACCESSIBLE CEILING WITH J-HOOKS

AT 48" 0.C.

REFER TO SHEET T301 FOR NOTES.
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LINCOLN HALL HOUSING - BASEMENT FLOOR PLAN

REFERENCE TELECOMMUNICATIONS

HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

1/8" — 1 I_OII

AREAS A AND B

(2)
(4X©)

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

REFERENCE FIBER-BACKBONE CABLE
TERMINATION DETAILS-ON T300-SERIES
SHEETS FOR FIBER ,QUANTITIES AND
ADDITIONAL INFORMATION.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS
NO. | DESCRIPTION DATE
DATE:
5/5/2025
LSA PROJECT NO.:
2306002
SHEET DESCRIPTION:

ATIONS a‘,s,

LINCOLN HALL HOUSING -
BASEMENT FLOOR PLAN
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LIVING LEARNING CENTER - LOWER LEVEL FLOOR PLAN

1 /8II —_ 1 I_OII

ROUTE PHASE 2 FIBER CABLING IN

NEW 2" CONDUIT BELOW GRADE,
REFER TO SITE PLAN FOR
CONTINUATION

REFERENCE FIBER BACKBONE CABLE/

TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

(2)
®

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN EXISTING
FIBER HOUSING WITHIN EXISTING
2-POST FLOOR-MOUNTED RACK,
COORDINATE EXACT LOCATION WITH
OWNER.
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ROUTE FIBER CABLING IN’

TUNNEL, REFER TO SITE
PLAN FOR CONTINUATION

ROUTE FIBER CABLING
ABOVE ACCESSIBLE CEILING

WITH J-HOOKS AT 48" 0.C.

ROUTE FIBER CABLING IN

EXISTING CONDUIT

MABEE LIBRARY - FIRST FLOOR PLAN

1/16'=1-0"

ROUTE FIBER CABLING IN
EXISTING CONDUIT UP TO
CEILING SPACE OF FLOOR
ABOVE

(2)

REFERENCE TELECOMMUNICATIONS ——(6)

HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

3

TERMINATE FIBER CABLING ON NEW

FIBER ADAPTER PLATE IN EXISTING FIBER

HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

ROUTE FIBER CABLING IN/
TUNNEL, REFER TO SITE
PLAN FOR CONTINUATION

MEMORIAL UNION - BASEMENT FLOOR PLAN

REFERENCE FIBER, BACKBONE CABLE
TERMINATION DETAILS ON T300—SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

~—ROUTE, FIBER CABLING IN
1 EXISTING CONDUIT

2

MABEE LIBRARY - SECOND FLOOR PLAN

ROUTE FIBER CABLING IN
EXISTING CONDUIT DOWN
TO CEILING SPACE OF
FLOOR BELOW

ROUTE FIBER CABLES ABOVE a

ACCESSIBLE CEILING WITH
J-HOOKS AT 48" 0.C.

J

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON

(2) T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

J\
TERMINATE FIBER CABLING ON NEW

1/16'=1-0"

1/16'=1-0"

FIBER ADAPTER PLATE IN EXISTING
FIBER HOUSING WITHIN EXISTING
2-POST FLOOR-MOUNTED RACK,
COORDINATE EXACT LOCATION WITH
OWNER.
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REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

e

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
(6) T300-SERIES SHEETS FOR
oe EQUIPMENT SPECIFICATION

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR—-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH QWNER.

ROUTE FIBER

CABLING IN EXISTING
CABLE TRAY

MORGAN HALL - BASEMENT FLOOR PLAN

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

1 /8II —_ 1 I_OII

ROUTE FIBER CABLING IN/

TUNNEL, REFER TO SITE
PLAN FOR CONTINUATION

NORTH

ROUTE FIBER/
CABLING IN TUNNEL

ROUTE FIBER CABLING
IN EXISTING CONDUIT,
REFER TO SITE PLAN
FOR CONTINUATION
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MORGAN HALL -
BASEMENT FLOOR PLAN

SHEET NO.:
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REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

ROUTE FIBER CABLING IN EXISTING
BELOW GRADE CONDUIT, REFER TO
SITE PLAN FOR CONTINUATION. \

(4)

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

PETRO ALLIED HEATLH CENTER - PARTIAL FIRST FLOOR PLAN

ROUTE FIBER CABLING UP TO CEILING SPACE
OF THE FLOOR ABOVE, REFER TO 2ND FLOOR
PETRO FLOOR PLAN FOR CONTINUATION.

/ROUTE FIBER CABLING ABOVE

ACCESSIBLE CEILING WITH J—HOOKS
AT 48" 0.C., UTILIZE EXISTING CABLE
TRAY WHEN POSSIBLE (TYP.)

116"'=1-0"

NORTH

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

‘*CLTIONS a’.*’
&~
Bicsj *

KEVIN W TAYLOR
BICSIID # 215768 Ky

**Rcpp’*”
5-5-2025

TERED

oS

RRLALLLLIT

Latimer Sommers
& Associates, P.A.

CONSULTING ENGINEERS

3639 SW Summerfield Drive, Suite A
Topeka, Kansas 66614-3974

Telephone: (785) 233-3232
FAX: (785) 233-0647
Email: Isapa@lsapa.com

© LATIMER, SOMMERS AND ASSOCIATES, P.A,
ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ASSOCIATES, P.A., ENGINEERS.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS
NO. | DESCRIPTION DATE
DATE:
5/5/2025
LSA PROJECT NO.:
2306002
SHEET DESCRIPTION:

PETRO ALLIED HEALTH -
PARTIAL 1ST FLR PLN

SHEET NO.:

1217




PETRO ALLIED HEATLH CENTER - PARTIAL SECOND FLOOR PLAN

CORE DRILL WALL AND LINK SEAL AT 2ND

FLOOR CEILING ELEVATION ON THE PETRO
SIDE, REFER TQ WHITING THIRD FLOOR
e PLAN FOR CONTINUATION

i

k\ROUTE FIBER CABLING ABOVE

‘ROUTE FIBER CABLING

DOWN TO CEILING SPACE
OF THE FLOOR BELOW,
REFER TO PETRO FIRST
FLOOR PLAN FOR
CONTINUATION.

ACCESSIBLE CEILING WITH J-HOOKS
AT 48" 0.C., UTILIZE EXISTING CABLE
TRAY WHEN POSSIBLE (TYP.)

116"'=1-0"

NORTH

NOTES:

1. REFER TO SHEET T301 FOR NOTES.
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[
L)

ROUTE FIBER CABLING IN EXISTING/
CONDUIT DOWN TO BELOW GRADE,
REFER TO SITE PLAN FOR
CONTINUATION

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

REFERENCE TELECOMMUNICATIONS

EQUIPMENT SPECIFICATION

HARDWARE SCHEDULE ON
(4)/ T300-SERIES SHEETS FOR
4

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

ROUTE FIBER CABLING IN NEW 2"
EMT CONDUIT HIGH AND TIGHT TO
/CEILING.

N

' CORE DRILL WALL AND LINK SEAL AT 2ND
FLOOR CEILING ELEVATION ON THE PETRO
SIDE, REFER TO PETRO SECOND FLOOR
PLAN FOR CONTINUATION

T[T
1
gl

WHITING - THIRD FLOOR PLAN

NOTES:

1. REFER TO SHEET T301 FOR NOTES.
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PLASS SOUTH - FIRST FLOOR PLAN

SURFACE-MOUNTED JUNCTION BO
AT BASEMENT CEILING HEIGHT

ROUTE| FIBER CABLES ABOVE

ACCESSIBLE CEILING WITH J-HOOKS

AT 48" 0.C., UTILIZE EXISTING CABLE —-L_, |
TRAY WHEN POQSSIBLE.

REFERENCE FIBER BACKBONE CABLE
TERMINATION_ DETAILS ON T300-SERIES—7 |
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

W
ROUTE FIBER CABLING IN NEW 2"
CONDUIT BELOW GRADE, REFER TO
SITE PLAN FOR CONTINUATION

)ié
\CORE DRILL WALL AND PROVIDE
NEW 2"C. WITH LINK SEAL

1 /8II —_ 1 I_OII

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES” SHEETS FOR
EQUIPMENT SPECIFICATION

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN EXISTING FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

NOTES:

1. REFER TO SHEET T301 FOR NOTES.
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REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON
T300-SERIES SHEETS FOR
EQUIPMENT SPECIFICATION

E/C TO PROVIDE 3/4"x4'x8' A-C FIRE RETARDANT PLYWOOD
ON WALL, INSTALLED 6" AFF FASTEN SECURELY WITH A MIN. OF
(5) EQUALLY SPACED FASTENERS ALONG EACH VERTICAL EDGE
AND (1) COLUMN OF (5) EQUALLY SPACED FASTENERS
CENTERED ON PLYWOOD. PAINT PLYWOOD WITH (2) COATS OF,
LOW GLOSS, LIGHT COLORED PAINT. COLOR TO BE SELECTED
BY OWNER

SURFACE-MOUNTED
JUNCTION BOX
AT 24" AFG

ROUTE FIBER CABLING IN NEW 2"
CONDUIT BELOW GRADE, REFER TO

SITE PLAN FOR CONTINUATION /
CORE DRILL WALL AND PROVIDE
NEW 2°C. WITH LINK SEAL TMGB: 1/4"x4"x16” BUSBAR, HARCER GROUND
BAR TOBI14416TMGBKT OR EQUAL BY E/C
PROVIDE| THE FOLLOWING GROUND WIRE 10 TCB:
(1) #6 TO RACK BY T/C

(1) #1/0 TO MAIN ELECTRICAL SERVICE GROUND
PROVIDE| REQUIRED COMPRESSION LUGS

(2)
PROVIDE NEW

TERMINATE FIBER CABLING ON NEW WALL-MOUNTED ‘RACK
FIBER ADAPTER PLATE IN NEW FIBER

HOUSING WITHIN EXISTING 2-POST

FLOOR-MOUNTED RACK, COORDINATE

EXACT LOCATION WITH OWNER.

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

SOFTBALL COMPLEX - 2ND FLOOR

NOTES:

1. REFER TO SHEET T301 FOR NOTES.
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IN EXISTING CONDUIT

ROUTE FIBER CABLING>/

/S
/

\\ROUTE FIBER CABLING IN
TUNNEL, REFER TO SITE
PLAN FOR CONTINUATION

ROUTE FIBER CABLING ABOVE
ACCESSIBLE CEILING WITH J-HOOKS
AT 48" 0.C., UTILIZE EXISTING CABLE\

TRAY WHEN POSSIBLE.

ROUTE FIBER CABLING
/IN EXISTING CONDUIT

/

STOFFER SCIENCE HALL - PARTIAL BASEMENT FLOOR PLAN

REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

REFERENCE TELECOMMUNICATIONS

HARDWARE SCHEDULE ON
_ (4) T300-SERIES SHEETS FOR
oe EQUIPMENT SPECIFICATION

TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

1 He=o

NORTH

NOTES:

1. REFER TO SHEET T301 FOR NOTES.

‘*CLTIONS a’.*’
&~
Bicsj *

KEVIN W TAYLOR
BICSIID # 215768 Ky

**Rcpp’*”
5-5-2025

TERED

oS

RRLALLLLIT

Latimer Sommers
& Associates, P.A.

CONSULTING ENGINEERS

3639 SW Summerfield Drive, Suite A
Topeka, Kansas 66614-3974

Telephone: (785) 233-3232
FAX: (785) 233-0647
Email: Isapa@lsapa.com

© LATIMER, SOMMERS AND ASSOCIATES, P.A,
ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ASSOCIATES, P.A., ENGINEERS.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS
NO. | DESCRIPTION DATE
DATE:
5/5/2025
LSA PROJECT NO.:
2306002
SHEET DESCRIPTION:

STOFFER SCIENCE HALL -
PARTIAL BMNT FLR PLN

SHEET NO.:

1222




NOTES:

RRLALLLLIT

1. REFER TO SHEET T301 FOR NOTES.

REFERENCE TELECOMMUNICATIONS

HARDWARE SCHEDULE ON
KO%T)(ES;'EERCSQ%E#G (4) / T300-SERIES SHEETS FOR
I EXSTINC € EQUIPMENT SPECIFICATION
TERMINATE FIBER CABLING ON NEW
— FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST
N FLOOR-MOUNTED RACK, COORDINATE

EXACT LOCATION WITH OWNER.

Latimer Sommers
& Associates, P.A.
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FAX: (785) 233-0647

Email: Isapa@lsapa.com
REFERENCE FIBER BACKBONE CABLE

TERMINATION DETAILS ON T300-SERIES
SHEETS FOR-FIBER QUANTITIES AND
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COMMONS BUILDING - FIRST FLOOR PLAN

1 /8II —_ 1 I_OII

NORTH

2

COMMONS BUILDING - BASEMENT FLOOR PLAN

ROUTE FIBER CABLING
IN EXISTING CONDUIT
BELOW GRADE

b’ REFERENCE FIBER BACKBONE CABLE
TERMINATION DETAILS ON T300-SERIES
SHEETS FOR FIBER QUANTITIES AND
ADDITIONAL INFORMATION.

REFERENCE TELECOMMUNICATIONS
HARDWARE SCHEDULE ON

D (4)/ T300-SERIES SHEETS FOR
s EQUIPMENT SPECIFICATION
TERMINATE FIBER CABLING ON NEW
FIBER ADAPTER PLATE IN NEW FIBER
HOUSING WITHIN EXISTING 2-POST

FLOOR-MOUNTED RACK, COORDINATE
EXACT LOCATION WITH OWNER.

NOTES:

1. REFER TO SHEET T301 FOR NOTES.
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LEGEND: TELECOMMUNICATIONS CABLING SCHEDULE
SYMBOL DESCRIPTION REMARKS CABLE PROVIDED | INSTALLED | NOMINAL JACKET
- T —— 1 MARK DESCRIPTION CONDUCTORS MANUFACTURER MODEL NUMBER By By 0.D. COLOR REMARKS
WW | TELECOMMUNICATIONS OUTLET WALL PHONE PLATE 2 [0 [12-STRAND INDOOR/OUTDOOR, DIELECTRIC, PLENUM, 0S2 SM FIBER CABLE | 12 STRANDS CORNING 012EWP—T4101D20 T/C T/C 0.45" BLACK 2
wav | AubioyvisuaL ouTLET 3 24-STRAND INDOOR/OUTDOOR, DIELECTRIC, PLENUM, 0S2 SM FIBER CABLE | 24 STRANDS CORNING 024EWP—T4101D20 T/C T/C 0.45" BLACK 2
| ET coNUT BY £/C (1 14 UNLESS NOTED OTHERWSE) . 36-STRAND INDOOR/OUTDOOR, DIELECTRIC, PLENUM, 0S2 SM FIBER CABLE | 36 STRANDS CORNING 036EWP—T4101D20 T/C T/C 0.45" BLACK 2
VT SLEEVE BY £/C (2* UNLESS NOTED OTHERWSE) p 48-STRAND INDOOR/OUTDOOR, DIELECTRIC, PLENUM, 0S2 SM FIBER CABLE | 48 STRANDS CORNING 048EWP—T4101D20 T/C T/C 0.45 BLACK 2
0 e RECEPTACLE 72-STRAND INDOOR/OUTDOOR, DIELECTRIC, PLENUM, 0S2 SM FIBER CABLE | 72 STRANDS CORNING 072EWP-T4101D20 T/C T/C 0.46" BLACK 2
r R ——— (6] | 96-STRAND INDOOR/OUTDOOR, DIELECTRIC, RISER, OS2 SM FIBER CABLE 96 STRANDS CORNING 096EUF—-T4101D20 T/C T/C 0.55" BLACK 1
144-STRAND INDOOR/OUTDOOR, DIELECTRIC, RISER, 0S2 SM FIBER CABLE  |144 STRANDS CORNING 144EUF—T4101D20 T/C T/C 0.7" BLACK 1
W | SURFACE PANELBOARD 192-STRAND INDOOR/OUTDOOR, DIELECTRIC, RISER, 0S2 SM FIBER CABLE  |192 STRANDS CORNING 192EUF—T4101D20 T/C T/C 0.7" BLACK 1
L [ T | WRE BASKET RUNWAY [9] |219-STRAND INDOOR/OUTDOOR, DIELECTRIC, RISER, 0S2 SM FIBER CABLE  [219 STRANDS CORNING 219EUF-T4101D20 T/C T/C 0.7" BLACK 1
AFF ABOVE FINISHED FLOOR
T/C TELECOMMUNICATION CONTRACTOR REMARKS:
E/C ELECTRICAL CONTRACTOR 1 — RISER RATED, CABLING SHALL NOT BE ROUTED THROUGH PLENUM RETURN AR SPACES.
G/C GENERAL CONTRACTOR 2 — PLENUM RATED
AC DEVICE LOCATED ABOVE COUNTER
TMGB TELECOMMUNICATIONS MAIN GROUNDING BUSBAR
TGB TELECOMMUNICATIONS GROUNDING BUSBAR TELECOMMUNICATIONS HARDWARE SCHEDULE
TELECOMMUNICATIONS CABLING 5
T ENPERTORE CONTROL PaNL MARK MANUFACTURER MODEL/PART NUMBER PROQ’¢DED 'NSTQ:(-LED DESCRIPTION REMARKS
FACP FIRE ALARM CONTROL PANEL ©) CHATSWORTH 11840-736 T/C 7/C 19RU, 24" DEEP, WALL—MOUNTED, CABINET 4
SM SINGLEMODE FIBER @ ORTRONICS OR-FC04U-C T/C T/C 4RU FIBER HOUSING
MM MULTIMODE FIBER @ ORTRONICS OR-FC04U-C T/C T/C 4RU FIBER SPLICE CASE 2
WIRELESS ACCESS PONT 6 ® ORTRONICS OR-FC02U—-C T/C T/C 2RU FIBER HOUSING 2
VOICE] DATA [VIDED ® ORTRONICS LM4—LC12J—1A2UN T/C T/C 12—FIBER, DUPLEX SHUTTERED, SINGLEMODE LC FIBER CASSETTE
TELECOM OUTLET | | TELECOMMUNICATIONS CABLING IDENTIFIER ® ORTRONICS OR-OFP—LCD12AC T/C T/C 12—FIBER, DUPLEX, SINGLEMODE LC FIBER ADAPTER PLATE
- @ COYOTE 8006944 T/C T/C 6.5"x17” COYOTE DOME FOR LOOSE TUBE (UP TO 72 STRANDS) 1, 3
1 - 4x4 BACKBOX W/ SINGLE GANG PLASTER RING AND 1 1/4" CONDUIT TO ABOVE ACCESSIBLE - -
CEILING AS INDICATED ON DRAWINGS BY E/C. COYOTE 8006877 T/C T/C 6.5°x22” COYOTE DOME FOR LOOSE TUBE (72-216 STRANDS) 1, 3
2 — 2x4 BACKBOX WITH 3/4" CONDUIT TO ABOVE ACCESSIBLE CEILING.
3 - 4:4 ?TEEL CITY BACKéOX, MODEL NUMBER 72171-1-1/4 WITH DOUBLE GANG PLASTER RING @ ORTRONICS OR—PHD66U24 T/C T/C CAT6 24-PORT PATCH PANEL
BY E/C.
4 — E/C TO PROVIDE CONDUIT BUSHING ON CONDUIT PRIOR TO T/C INSTALLING CABLING.
5 — CABLING SHALL BE SUPPORTED WITH J-HOOKS AT 48" 0.C. WHERE NOT IN CONDUIT. REMARKS:
6 — 2x4 SURFACE MOUNT BACKBOX LOCATED ABOVE ACCESSIBLE CEILING.

GENERAL HANDHOLE NOTES:

1. NEW HANDHOLES SHALL CONTAIN (2) 1,500 Ibs PULLING EYES LOCATED ON THE
SHORT SIDES OF BOX.

2. NEW HANDHOLES SHALL CONTAIN (2) 36" GALVANIZED STEEL CABLE RACKS
AND RACK HOOKS LOCATED ON THE LONG SIDES OF BOX.

3. NEW HANDHOLES SHALL CONTAIN A 3/4" DIA. 10'-0" DRIVEN GROUND ROD WITH
A #6 COPPER WIRE TO A BUS BAR MOUNTED TO BOX.

4. HANDHOLE COVERS SHALL READ "TELECOMMUNICATIONS".

5. IN EACH HANDHOLE AND IN EACH BUILDING THE T/C SHALL PROVIDE A 50'-0"
SERVICE LOOP FOR TELECOM CABLING.

6. EACH CABLE SHALL HAVE CABLING TAGS AT EACH HANDHOLE AND AT EACH END.
CABLING TAGS SHALL BE PROVIDED BY WU AND INSTALLED BY T/C.
WITH WU FOR CABLING TAG LABELING.

VERIFY

NEW TELECOM HAND HOLE
WITH COVER

EARTH

SLEEVES OR CONDUITS WITH
BUSHING AND FIRESTOP

6

DOME TOP FOR SETTLING OR COMPACTION
OF 95% OF MAXIMUM DENSITY (PROCTOR -

1 — PROVIDE WITH GROMMETTED PLATE, SPLICE TRAYS,

AND SPLICE PROTECTORS AS REQUIRED..

2 — PROVIDE SPLICE TRAYS, HEAT SHRINK, AND FIBER MANAGEMENT RINGS.

3 — OR EQUIVALENT.
4 — PROVIDE WITH 2 FANS (CPI MODEL #40975-001).

NOTES:

LARGER THAN 2"

1. CONDUITS THAT HAVE A INTERNAL DIAMETER OF 2"
OR LESS SHALL HAVE A BEND RADIUS OF AT LEAST
6 TIMES THE INTERNAL CONDUIT DIAMETER AND 10
TIMES THE INTERNAL DIAMETER FOR CONDUITS
WHERE RIGID BENDS ARE NOT
USED AND CONDUITS EXCEED MAXIMUM BENDING
THE CONDUITS MUST BE ENCASED IN CONCRETE.

3" DETECTABLE WARNING TAPE
CARLON MAT3061

CONDUIT QUANTITIES AND SIZES
PER DRAWINGS UP TO
ACCESSIBLE CEILING

ASTM D 698)
r 1" ABOVE FINAL GRADE §\\//\\/ W
T ) N FINAL GRADE LEVEL SRR //\\\;//\\\;//\\\;/\\. 12 ..
A NS COORDINATE PLACEMENT UNDISTURBED K GRERER,
I T RARGRAL 7 NN
gm:m:)\\\/\\\/\\\Q OF BOX WITH G/C SO EARTH % LY 36"
_Emzu\\//\\\//\\\//\\\//\< THAT THE FINAL GRADE D\ //\\///\\//2\/ I
:lgﬁgﬁ@\\///\\///\\///, AND BOX ARE SEMI-FLUSH 95% COMPACTED BACKFILL X OR DEPTH SLEEVE QUANTITIES AND SIZES
TS T ARRRY OR FLOWABLE FILL SN » AS REQUIRED PER DRAWINGS, CORE DRILL WALL
=R RIS AND PROVIDE LINK SEAL i
HI=IT=5 3'-0" OR DEPTH PROVIDE CARLON SNAP—-N-STAC el
== AS REQUIRED COMBO SPACERS @ 5'—0" 0.C. T e T T T PAINT CONDUIT AND JUNCTION BOX~ [ jE=== .
il EIEIETETEIE TO MATCH COLOR OF BUILDING ---1
ellll SISI=IEI=N= !
o T SECURE (2) RIGID 4°C. TO

BACKFILL

FOR DRAINAGE

HANDHOLE DETAIL

NO SCALE

TRADE SIZE AS
NOTED ON

/ PLYWOOD BACKBOARD

SLEEVE THROUGH WALL WITH
BUSHING AND FIRESTOP TRADE
SIZE AS NOTED ON PLANS

N CROSS SECTION
OF WALL

TRADE SIZE 3/4”

ROOMS

SLEEVE/CONDUIT DETAIL

COMPACTED

12" MIN. CLEAN WASHED
> WELL GRADED SIZES 3/4"
AND SMALLER GRAVEL BASE

NUMBER OF AND PN N
CONDUIT SIZE \f@/@ by

AS PER PLANS NN

R

N \/ /'
N NS

PROVIDE TRACER WIRE

AND PULL STRING IN NEW CONDUIT

UNDERGROUND

TELECOM CONDUITS

e o< AN -
o TG PROVIDE 12" SAND

3 \ 4 - S NN
DI \ ><\\//\\\///\\//\\\ BACKFILL

BUILDING. PAINT TO MATCH

/-'

\CEILING

EXISTING WALL COLOR. |
\

id ya\

4 | N

T L —
(2) 4°C., 36"/ \

TRANSITION TO
BELOW GRADE
MINIMUM RIGID CONDUIT

ENTRANCE CON

PROVIDE 20"Wx20"Lx8"D NEMA 4 JUNCTION BOX (NEMA

ENCLOSURES MODEL #N202008CHNFSS6 OR EQUIVALENT).

BOTTOM OF BOX AT 24" AFF./AFG. FACE OF JUNCTION
BOX SHALL READ "TELECOMMUNICATIONS”

DUIT DETAIL

2 NO SCALE

NOTES:

1. PROVIDE AND INSTALL SPLIT PLUGS AT EACH EXPOSED
END OF CONDUIT RECEIVING CABLE AND PROVIDE
AND INSTALL SOLID PLUGS IN EMPTY CONDUIT.

(4" CONDUIT

WITH (4) PLUGS)

1" DUCT PLUGS

4" PVC DUCT PLUG

SPLIT PLUG

CONDUIT PLUG DETAIL

NO SCALE

7 o

SCALE

3 NO SCALE

WALL SLEEVE

7 _WALL SLEEVE
HE_ 5 .— BOLT
\ A\ LINK SFEALING
FLEMENT
PRESSURE
paE \/ Y
= =2 \CONDUIT
U PENETRATION

LIN

K SEAL DETAIL

8 NO SCALE

SLEEVE QUANTITIES AND SIZES

AND PROVIDE LINK SEAL

PER DRAWINGS, CORE DRILL WALL\

PAINT CONDUIT AND JUNCTION BOX <| |

TO MATCH COLOR OF BUILDING

SECURE (2) RIGID 47C. TO ——(]
PANT TO MATCH |
EXISTING WALL COLOR.

BUILDING.

TRANSITION TO
RIGID CONDUIT\

[J
-
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—

L/

i—

(2) 4°C., 36"
BELOW GRADE
MINIMUM

7

—i

\CEILING
PROVIDE 20"Wx20"Lx8"D NEMA 4 JUNCTION BOX (NEMA

BOTTOM OF BOX AT 24" AFF./AFG. FACE OF JUNCTION
BOX SHALL READ "TELECOMMUNICATIONS”

ENCLOSURES MODEL #N202008CHNFSS6 OR EQUIVALENT).

ENTRANCE CONDUIT DETAIL

4 NO SCALE

EPDM FLEXICRAFT LINK SEAL OR
EQUIVALENT, PROVIDE SIZE AND
NUMBER OF LINKS AS REQUIRED.

NOTES:

1.

10.

11.

12.

13.
14.

15.

VERIFY ROOM NUMBERS WITH OWNER PRIOR TO
LABELING FACEPLATES.

PROVIDE A #6 GREEN GROUND WIRE FROM BUSBAR
TO ALL NEW RACKS. LABEL ACCORDING TO OWNER
SPECIFICATIONS. SEE DETAIL.

CONTRACTOR TO FIELD VERIFY ALL MEASUREMENTS
PRIOR TO INSTALLATION.

PROVIDE LABELING OF ALL NEW RACKS AND LOCATE
ON TOP RAIL. SUBMIT SAMPLE TO OWNER FOR
APPROVAL PRIOR TO INSTALLATION.

PROVIDE LABELING FOR ALL GROUND WIRE AT EVERY
TERMINATION POINT. SUBMIT SAMPLE TO OWNER
FOR APPROVAL PRIOR TO INSTALLATION.

T/C TO INSTALL FIRE STOP IN ALL SLEEVES AND
CONDUITS. INSTALL PER MANUFACTURERS LISTED
UL SYSTEM.

CONDUITS THAT HAVE A INTERNAL DIAMETER OF 2"
OR LESS SHALL HAVE A BEND RADIUS OF AT LEAST
6 TIMES THE INTERNAL CONDUIT DIAMETER AND 10
TIMES THE INTERNAL DIAMETER FOR CONDUITS
LARGER THAN 2",

MOUNT ALL CABLES WITH A D-RING OR OTHER
ACCEPTABLE FASTENER. PROVIDE VELCRO TIES
EVENLY SPACED TO PROVIDE A CLEAN INSTALLATION.

CONTRACTOR SHALL MACHINE-PRINT AND LABEL
ALL FIBER HOUSINGS WITH TYPE AND QUANTITY OF
FIBER CABLES PER ADAPTER PLATE.

CONTRACTOR SHALL MACHINE-PRINT AND LABEL
ALL FIBER CABLES WITH TYPE AND QUANTITY OF
FIBER CABLES WITHIN 24" OF THE FIBER HOUSING
AND WITHIN 24" OF ENTERING THE BUILDING.

COORDINATE AND VERIFY ALL LABELING REQUIREMENTS
WITH WU IT.

ROUTE ALL EXPOSED FIBER IN 1 1/4" INNERDUCT.

IN AREAS WHERE FIBER IS BEING ROUTED ABOVE
ACCESSIBLE CEILINGS, CONTRACTOR SHALL REMOVE
AND REINSTALL CEILING TILE AS REQUIRED. ANY
DAMAGED TILE SHALL BE REPLACED AT NO ADDITIONAL
COST TO THE OWNER.

CONTRACTOR SHALL PROVIDE EZ-PATH SERIES 44+
AT ANY FIRE—RATED WALL.

GROUND LUG

TYPICAL DEVICE LABELING
SUBMIT SAMPLE TO N.T.S.
FOR APPROVAL PRIOR TO
INSTALLATION

~~GROUND WIRE

GROUND WIRE LABEL

5 NO SCALE
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| TYPICAL DEVICE LABELING
SUBMIT SAMPLE FOR
APPROVAL PRIOR TO
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TELECOM ROOM DESIGNATION

INSTALLATION
| 3 |
11-105-A01
T1=105-A02 < PATCH PANEL §C"PQRI N,UMBER:
TI=105-A03 = PATCH PANEL A, B, C, ETC.
PORT NUMBER 1 THROUGH 48

TELECOMMUNICATIONS CABLING

IDENTIFIER EXAMPLE

SINGLE GANG STAINLESS STEEL FACEPLATE

SINGLE GANG FACEPLATE DETAIL

9 NO SCALE

WALL PLATE

KEVIN W TAVLOR ®
% BICSI1ID # 215768 ?

**Rcpp’*”
5-5-2025

6\ LTI L
"':?'IONAL e 9

Latimer Sommers
& Associates, P.A.

CONSULTING ENGINEERS

3639 SW Summerfield Drive, Suite A
Topeka, Kansas 66614-3974

Telephone: (785) 233-3232
FAX: (785) 233-0647
Email: Isapa@lsapa.com

© LATIMER, SOMMERS AND ASSOCIATES, P.A,
ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ASSOCIATES, P.A., ENGINEERS.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS
NO. DESCRIPTION DATE
5/5/2025
2306002
“TELECOM DETAILS AND
SCHEDULES

SHEET NO.:

1301




PLASS HALL

(OLD LAW
SCHOOL

BRADBURY
THOMPSON
ALUMNI CENTER 24

FUSION SPLICE 24 SM PIGTAILS

TO BACKBONE CABLE

LEARNING
CENTER

LIVING

KUEHNE
HALL

WASHBURN VILLAGE /
WEST VILLAS 24

24—-STRAND

36—STRAND

RITA BLITT

36

FUSION SPLICE 36 SM PIGTAILS
TO BACKBONE CABLE

MEMORIAL
UNION

HENDERSON
LEARNING
CENTER

FUSION SPLICE 24 SM PIGTAILS

TO BACKBONE CABLE

INTERNATIONAL
HOUSE
r—————————= -
| PLANNED FOR R
I DEMOLITION I}
|
I BENTON I|
| HALL | I
oo

FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE

CHAPEL 12

24-STRAND

FUSION SPLICE 36 SM PIGTAILS
TO BACKBONE CABLE

FUSION SPLICE 396 SM PIGTAILS
TO BACKBONE CABLES

BENNET
DATA CENTER

FALLEY FIELD

12

FUSION SPLICE 24 SM PIGTAILS

TO BACKBONE CABLE

12-STRAND

FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE

STOFFER 24

LINCOLN HALL

GREEK HOUSE 1

KBI BUILDING

3 96 24 24
MORGAN 36 24 36 12 | 144
36—STRAND
| SPLICE
POINT #9
96—STRAND
()]
pd
<C
[n
'_
wn
d
FUSION SPLICE 12 SM PIGTAILS
TO BACKBONE CABLE
()
=
<C
o4 CARNEGIE HALL 12
(0p)
|
() o) N
Z =
= = o
wn v <ZE
J d & FUSION SPLICE 12 SM PIGTAILS
- o~ 2 TO BACKBONE CABLE
d
N
HEAT o
PLANT 12 Z
@
|_
(Vp)]
il
3
FUSION SPLICE 24 SM PIGTAILS FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE TO BACKBONE CABLE
MABEE BIANCHINO FACILITIES
LIBRARY PAVILION 24 SERVICES 24
FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE
WHITING
FIELD HOUSE 24
FUSION SPLICE 24 SM PIGTAILS FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE TO BACKBONE CABLE
STUDENT
RECREATION
AND WELLNESS PETRO ALLIED
ART BUILDING 24 CENTER 24 HEALTH CENTER
24—STRAND 24—STRAND
| SPLICE
POINT #8
12—STRAND
INDOOR NEW
ATHLETIC GAHNSTROM LAW
FACILITY SOFTBALL FIELD 12 SCHOOL

FUSION SPLICE 12 SM PIGTAILS
TO BACKBONE CABLE

FIBER BACKBONE CABLE TERMINATION DETAIL (PHASE 2)

1 NO SCALE

NOTE:
ROUTE ALL EXPOSED FIBER IN
1 1/4" INNERDUCT.

2

g
i
il
L

-

JION:
WCATIONS b,

./"""'\.
glcsl

**Rcpp’*”
5-5-2025

5

*%
z
2
£

" 'ty (9]

Latimer Sommers
& Associates, P.A.

CONSULTING ENGINEERS

3639 SW Summerfield Drive, Suite A
Topeka, Kansas 66614-3974

Telephone: (785) 233-3232
FAX: (785) 233-0647
Email: Isapa@lsapa.com

© LATIMER, SOMMERS AND ASSOCIATES, P.A,
ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ASSOCIATES, P.A., ENGINEERS.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS

NO. DESCRIPTION DATE

DATE:

5/5/2025

LSA PROJECT NO.:

2306002

SHEET DESCRIPTION:

TELECOM DETAILS AND
SCHEDULES

SHEET NO.:

1302




PLASS HALL

(OLD LAW
SCHOOL) 24

FUSION SPLICE 24 SM PIGTAILS

TO BACKBONE CABLE

FUSION SPLICE 36 SM PIGTAILS

TO BACKBONE CABLE

KTWU 36

24—-STRAND

FUSION SPLICE 24 S

M PIGTAILS

FUSION SPLICE 36 SM PIGTAILS
TO BACKBONE CABLE

FUSION SPLICE 36 SM PIGTAILS

FUSION SPLICE 24 SM PIGTAILS

TO BACKBONE CABLE

WASHBURN VILLAGE/
WEST VILLAS 24

TO BACKBONE CABLE RITA BLITT 3|6 TO BACKBONE CABLE TO BACKBONE CABLE
BENNET
DATA CENTER
BRADBURY -
THOMPSON
ALUMNI CENTER 24 GARVEY 36 36 MORGAN 36 STOFFER 24
36—STRAND
FUSION SPLICE 72 SM PIGTAILS
TO BACKBONE CABLE
()]
=
<C
o
|_
)
&
m
24—STRAND
(o)
=z
<C
o
'_
w
il
(@\]
24—STRAND
24—STRAND 12—STRAND
\SPLICE POINT #2
FUSION SPLICE 24 SM PIGTAILS
FUSION SPLICE 12 SM PIGTAILS TO BACKBONE CABLE
TO BACKBONE CABLE FUSION SPLICE 12 SM PIGTAILS
LIVING TO BACKBONE CABLE
LEARNING MEMORIAL
CENTER 24 UNION 24
FUSION SPLICE 24 SM PIGTAILS FUSION SPLICE 24 SM PIGTAILS INTERNATIONAL . LINCOLN HALL 24
TO BACKBONE CABLE TO BACKBONE CABLE HOUSE |
CARNEGIE HALL 2
\ 24—STRAND
SPLICE POINT #7
S
A -~ = FUSION SPLICE 12 SM PIGTAILS
| SLANNED FOR O = TO BACKBONE CABLE
|
| DEMOLITION B .t \spuice .
| ] — POINT #6 GREEK HOQOUSE 1
| BENTON |
L—H LL i | o HEAT
N N = PLANT 12
& 12—STRAND
(Vp)]
&
FUSION SPLICE 24 SM
PIGTAILS TO BACKBONE 12—STRAND
CABLE FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE
CAROLE
CHAPEL 12
MABEE
LIBRARY 24 FACILITIES
SERVICES 24
FUSION SPLICE 600 SM PIGTAILS
TO BACKBONE CABLES 24— STRAND
HENDERSON
LEARNING
CENTER FUSION SPLICE 24 SM
PIGTAILS TO BACKBONE
CABLE FUSION SPLICE 24 SM PIGTAILS
722472 72 12 | 144 TO BACKBONE CABLE =
3 | 12 |48 |96 12 24 &
7
N
%KH):L\@ 04 WHITING ~
R FIELD HOUSE
(ROOM 361) 24
77— STRAND FUSION SPLICE 24 SM PIGTAILS FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE TO BACKBONE CABLE
PETRO ALLIED
_ HEALTH CENTER
36—STRAND STUDENT (ROOM 112 24 24
24—STRAND S )
RECREATION KBI BUILDING
12-STRAND AND WELLNESS
ART BUILDING 24 CENTER 24 >4 STRAND
SPLICE POINT #3 -
\ FUSION SPLICE 48 SM PIGTAILS
TO BACKBONE CABLE
SPLICE
96—-STRAND POINT #4
72—-STRAND
24—STRAND
72-STRAND
INDOOR NEW
ATHLETIC GAHNSTROM LAW
FACILITY 24 SOFTBALL FIELD 12 SCHOOL 24
FALLEY FIELD 12

FUSION SPLICE 24 SM PIGTAILS

FUSION SPLICE 24 SM PIGTAILS

TO BACKBONE CABLE

FIBER BACKBONE CABLE TERMINATION DETAIL (PHASE 2)

NO SCALE

NOTE:

ROUTE ALL EXPOSED FIBER IN
1 1/4" INNERDUCT.

FUSION SPLICE 24 SM PIGTAILS
TO BACKBONE CABLE

‘*c,;:nous Oy
(‘;"‘p ] [ ]
g BICS/
. KEVIN W TAYLOR
% BICSIID # 215768

**Rcpp’*”
5-5-2025

5

*%
z
2
£

" 'ty (9]

Latimer Sommers
& Associates, P.A.

CONSULTING ENGINEERS

3639 SW Summerfield Drive, Suite A
Topeka, Kansas 66614-3974

Telephone: (785) 233-3232
FAX: (785) 233-0647
Email: Isapa@lsapa.com

© LATIMER, SOMMERS AND ASSOCIATES, P.A,
ENGINEERS. THIS DRAWING IS COPYRIGHTED
WORK BY LATIMER, SOMMERS AND
ASSOCIATES, P.A., ENGINEERS.

ty

IVersl

1700 SW College Avenue
Topeka, Kansas 66621

Washburn Un
Fiber Backbone and Network Infrastructure Upgrades

REVISIONS

NO. DESCRIPTION DATE

DATE:

5/5/2025

LSA PROJECT NO.:

2306002

SHEET DESCRIPTION:

TELECOM DETAILS AND
SCHEDULES

SHEET NO.:

1303




